>
<
i
<3
Q
)
s
9
~

CONTRACTOR TO ENSURE LOCATING
WIRE IS ACCESSIBLE AT GRADE FOR
UTILITY LOCATING PURPOSES.

ASPHALT

PRECAST CONCRETE
VALVE RING WITH 5/8"
REBAR ALONG SIDE

ATTACH LOCATING WIRE

6" CLEANOUT WITH PVC
TWIST-OFF PLUG

6" PVC

|

|

|

| PLUG HERE FOR END OF LINE

| UNTIL PLUMBER MAKES
CONNECTION

|

l

J

12 GAUGE COPPER LOCATING WIRE

TO SEWER MAIN
MIN SLOPE 1" PER FT

FROM
BLDG.

. BY UTILITY BY PLUMBING
6" T-WYE CONTRACTOR ‘ CONTRACTOR

NOTE:
STREET RATED SEWER CLEANOUT CAP REQUIRED WHEN LOCATED IN PAVEMENT.
THERE WILL BE NO BENDS BETWEEN THE SEWER CLEANOUT AND THE SEWER TAP
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